1

NEXT ASS'Y: FINAL ASS'’Y:

GENERAL NOTES

1. PROVIDE 44x44 GRILLE ON WALL AND CONNECT TO 30x28
RETURN AIR DUCT. GRILLE SHALL BE TITUS MODEL 350RL.

. FOR CONTINUATION, SEE DRAWINGS P2.B1.66 AND H2.B1.66.

. CONTRACTOR TO PROVIDE FLEX DUCT CONNECTIONS FROM
PLENUM TAPS TO HEPA FILTERS IN ACCORDANCE W/
- DWG H2.B1.67. CAP AND SEAL ALL UNUSED TAPS.

. ALL EXHAUST DUCTWORK ASSOCIATED WITH EF-CN—-04 AND
- EF—CN-05 SHALL BE CONSTRUCTED FOR A POSITIVE AND
NEGATIVE 6 INCHES STATIC PRESSURE AND AS PER SPEC.15891

. ALL EXHAUST DUCTWORK ASSOCIATED WITH EF—-CN-06 AND
\ 7 EF—CN-07 SHALL BE CONSTRUCTED FOR A POSITIVE AND
X NEGATIVE 10 INCHES STATIC PRESSURE AND AS PER SPEC. 15884

. ALL SUPPLY DUCTWORK ASSOCIATED WITH MUA-CN-01 AND
MUA-CN-02 SHALL BE CONSTRUCTED FOR A POSITIVE AND
NEGATIVE 2 INCHES STATIC PRESSURE AND AS PER SPEC.15891

. ALL SUPPLY AND RETURN DUCTWORK ASSOCIATED WITH
AH-CN—-15 SHALL BE CONSTRUCTED FOR A POSITIVE AND
NEGATIVE 2 INCHES STATIC PRESSURE AND AS PER SPEC. 15891.

. EXTEND EXHAUST LATERAL TO END OF BAY. TYPICAL FOR
SCRUBBED EXHAUST AND GENERAL EXHAUST DUCTS.
PROVIDE TAP CONNECTION TO LATERAL AS PER DETAILS 18 OR 26
ON SHEET H6.11.40 AS FEASIBLE BASED ON AVAILABLE SPACE.
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